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Executive Summary

I am pleased to report that the quality of water supplied 
during 2014 was to an exceptionally high standard.  
The treated water supplied was 99.99% compliant, with all 
physical, chemical and bacteriological standards under the 
Water (Jersey) Law 1972 (2013: 99.84%). This represents our 
best ever year, of the 12,126 analyses of treated water taken 
during the year, only one was outside of the regulatory quality 
parameter but posed no threat to health as levels were well 
within limits of safety. 

The water quality monitoring programme and parameters 
analysed during the year were in accordance with a 
programme approved by the States of Jersey Planning & 
Environment Department, as required by the Water (Jersey) 
Law 1972. Jersey Water continued to use a risk assessment-
based monitoring programme for 2014. This approach is in 
line with the developing Water Safety Plan, where potential 
risks are evaluated and, where necessary, contingency plans 
put in place to alleviate such risks.

The bacteriological compliance of water leaving the treatment 
works was 100% and there were no herbicides or pesticides 
detected in the treated water supplied.

Throughout 2014, nitrates in the treated water supply 
complied with the regulatory limit of 50mg/l. This was in 
contrast to 2013, when there were twenty two instances 
where the levels increased to a maximum of 58.2mg/l.  
The maximum concentration of nitrates in treated water during 
2014 was 46.9mg/l.

Jersey Water has dispensations for nitrates under the Water 
(Jersey) Law 1972, which allows for a maximum concentration 
of 65mg/l and places additional restrictions on the number of 
samples exceeding the 50mg/l limit. The dispensation expires 
on 31 December 2016. 

During 2014, the Environment Department of the States of 
Jersey established a Nitrate Working Group comprising 
representatives from Jersey Water, the Environment 
Department, The Public Health Department, the Farming 
Community and the Royal Jersey Agricultural & Horticultural 
Society. The objective of the Nitrate Working Group is to 
identify the means by which nitrates in raw water sources can 
be reduced such that both the public and private water 
supplies have nitrates concentrations within the 50mg/l limit. 
The work of the group to date is promising and it is 
encouraging to see all stakeholders working together to 
resolve this island-wide issue. The challenge remains for the 
recommendations of the Nitrate Working Group to be 
implemented and achieve the required results.

At the end of 2013, the regulatory limit for concentrations of 
lead in supply reduced from 25µg/l to 10µg/l. Lead in treated 
water is primarily caused by the historic use of lead pipework 
inside customer properties and for supply pipes. Regulatory 
testing of water supplied by the Company during 2014, which 
is measured from the stop tap, was fully compliant with the 
new lead limit. To ensure the ongoing regulatory compliance 
and reduce the potential effects arising from lead pipework 
within private properties, the Company will consider and,  
if appropriate, implement additional treatment measures 
during 2015.

The tables on the following pages show the results from the 
12,126 regulatory analyses taken in the year.

Howard N Snowden 
Managing Director  
& Engineer
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Treated water supply  
in 2014 was 99.99%

compliant



The Water Quality Monitoring Team

Monitoring and analysis of the water supplied 
by Jersey Water is the responsibility of the 
laboratory team who are based in our water 
quality monitoring laboratory at Millbrook 
Depot, St Lawrence.

Our Laboratory Manager, David Mayman is a 
Chartered Chemist and a Member of the Royal 
Society of Chemistry and Royal Society for 
Public Health. David has over 30 years 
experience in water supply quality and during 
2014 was ably supported by assistant 
manager Sarah Le Sueur and laboratory 
technician Nora Treanor. Nora decided to take 
early retirement at the end of 2014 and her 
replacement, Adam Dallas-Chapman, joined 
the company as Environment Technician in 
December 2014. 

Three water quality samplers, Keith Quemard, 
Bob Langford and Matthew Parkin take all 
water quality samples and continue to provide 
an excellent service when attending consumer 
premises following contacts and enquiries.

12,126
regulatory analyses  
were taken in 2014
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Raw Water Quality
For operational and monitoring purposes Jersey 
Water takes samples of water from streams and 
reservoirs. This enables our operational staff to 
select the most suitable waters to be taken for 
treatment.

Analysis is carried out in the Jersey Water 
laboratory for physical, bacteriological and 
chemical parameters with samples being sent  
to our consulting analysts in the UK for pesticide 
analysis. In 2014, our results showed that out of 
6,027 analyses for herbicides and pesticides in 
the stream courses, 15 were above the 0.1 µg/l 
limit compared to 45 in 2013.

Jersey Water utilised a risk assessment-based monitoring 
programme for 2014. This approach is in line with the 
Company’s Water Safety Plan, where potential risks are 
evaluated and water quality testing is designed to manage 
the risks. 

We examine samples from supply points (comprising our two 
treatment works and three service reservoirs) and the supply 
zone for compliance purposes at regular intervals throughout 
the year.

The company is required to undertake two kinds of regulatory 
water quality monitoring - check and audit monitoring. 

Check monitoring is more frequent and is designed to ensure 
the treatment works are operating as expected and that the 
water in distribution is suitable for supply. Audit monitoring is 
used to investigate the quality of the water more thoroughly.

Only one non-compliant analysis was identified in regulatory 
samples taken during 2014, out of 12,126 analyses taken for 
compliance purposes. This gives a percentage compliance 
of 99.99%, an increase from the 99.84% in 2013 when there 
were 22 instances of non-compliance all caused by nitrate 
levels in excess of the 50mg/l limit. Water quality in 2014 was 
the best ever recorded by Jersey Water.
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The single incidence of non-compliance with regulatory 
parameters in 2014 was due to the identification of a single 
coliform found in a sample taken at Les Platons East Service 
Reservoir. Upon investigation no further instances were 
identified and repeat samples were clear.

All of the tests for nitrates in 2014 were below the regulatory 
limit, the highest recorded value being 46.9 mg NO3/l.  
This is in contrast to 2013 when there were 22 instances of 
non compliance due to nitrates with the highest level 
recorded in supply of 58.2mg/l. The graphs below show the 
compliance with nitrate limits over the years and during 2014.

Nitrate concentrations in raw water sources are mainly 
dependent on the volume and timing of the application of 
fertiliser during the potato growing season and of rainfall in 
the winter and summer months; factors over which we have 
no control. Jersey Water therefore has a dispensation for 
nitrates under the Water (Jersey) Law 1972, which expires on 
31 December 2016, with the following parameters: 

The percentage of regulatory samples above the MAC 
(50mg/l) must not exceed 33%;

Regulatory samples must not exceed the maximum 
allowable concentration (50mg/l) for six months of the 
calendar year;

No regulatory sample shall exceed 65 mg/l; 

No more than 15% of regulatory samples shall exceed 
55 mg/l; and

No more than 33% of regulatory samples shall fail to 
satisfy the formula [nitrate]/50 + [nitrite]/3 <1, where the 
square brackets signify the concentrations in mg/l for 
nitrate (NO3) and nitrite (NO2) respectively.
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Jersey Water operates two treatment works located at 
Handois, St Lawrence and Augrès, Trinity. Both treatment 
works have identical treatment processes, which use a 
chemically-assisted primary treatment system, using 
aluminium sulphate, followed by dual media rapid gravity 
filtration using sand and anthracite.

Disinfection of the treated water ensures that any remaining 
bacteria present in the water are neutralised before it passes 
into the distribution network and to customers premises.  
A combination of chlorine and ammonia is used to effect the 
disinfection process and a relatively long retention time in 
holding tanks further optimises the process. 

The amount of chlorine and ammonia added to the treated 
water is very small and is continuously monitored to ensure 
levels are within acceptable aesthetic levels. The disinfection 
process also ensures that the highest bacteriological 
standards are maintained up to the customers tap. 

During 2014, the Company commissioned the ultraviolet  
(UV) treatment plant at Handois Water Treatment Works 
which had been installed in 2013. The UV plant acts as a 
primary disinfectant to protect against organisms including 
Cryptosporidium. Plans for a UV plant at Augrès Water 
Treatment Works were completed and the plant was installed 
early in 2015.

Check Monitoring : Handois WTW

Check Monitoring : AugrÈs WTW

Treatment Works & Service Reservoir performance

Substances and  
parameters

Specific concentration or 
value (maximum) or state Min Mean Max No. of 

samples % compliance

E.coli 0 per 100ml 0 0 0 311 100

Coliform bacteria 0 per 100ml 0 0 0 311 100

Colony counts No abnormal change No abnormal change 311 100

Nitrite 0.1 mg NO2/l <0.003 0.004 0.013 105 100

Residual disinfectant No value mg Cl2/l 0.22 0.55 0.66 311

Turbidity 1 NTU 0.07 0.11 0.21 252 100

Conductivity 2500 µS/cm at 200C 429 504 563 52 100

Substances and  
parameters

Specific concentration or 
value (maximum) or state Min Mean Max No. of 

samples % compliance

E.coli 0 per 100ml 0 0 0 311 100

Coliform bacteria 0 per 100ml 0 0 0 311 100

Colony counts No abnormal change No abnormal change 311 100

Nitrite 0.1 mg NO2/l <0.003 0.003 0.008 105 100

Residual disinfectant No value mg Cl2/l 0.34 0.42 0.54 311

Turbidity 1 NTU 0.06 0.09 0.36 252 100

Conductivity 2500 µS/cm at 200C 453 507 570 52 100
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Check Monitoring : Les Platons Service Reservoir, East Compartment

Check Monitoring : Les Platons Service Reservoir, West Compartment

Check Monitoring : Westmount Service Reservoir

Treatment Works & Service Reservoir performance

Substances and  
parameters

Specific concentration or 
value (maximum) or state Min Mean Max No. of 

samples % compliance

E.coli 0 per 100ml 0 0 0 311 100

Coliform bacteria 0 per 100ml (95% of samples) 0 0 1 311 99.7

Colony counts No abnormal change No abnormal change 311 100

Conductivity 2500 µS/cm at 200C 441 511 562 52 100

Substances and  
parameters

Specific concentration or 
value (maximum) or state Min Mean Max No. of 

samples % compliance

E.coli 0 per 100ml 0 0 0 311 100

Coliform bacteria 0 per 100ml (95% of samples) 0 0 0 311 100

Colony counts No abnormal change No abnormal change 311 100

Conductivity 2500 µS/cm at 200C 441 511 563 52 100

Substances and  
parameters

Specific concentration or 
value (maximum) or state Min Mean Max No. of 

samples % compliance

E.coli 0 per 100ml 0 0 0 309 100

Coliform bacteria 0 per 100ml (95% of samples) 0 0 0 309 100

Colony counts No abnormal change No abnormal change 309 100

Conductivity 2500 µS/cm at 200C 460 513 570 52 100
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Water Quality in the distribution system
Sampling of water throughout the distribution network is undertaken in accordance with a risk assessed programme to ensure 
the water we supply meets physical, bacteriological and chemical standards.

During 2014, 453 water samples were taken from all parts of the distribution system and analysed for physical, bacteriological 
and chemical standards.

1  The regulations specify that the ratio according to the following formula must not exceed 1, [nitrate]/50 + [nitrite]/3, where the  square brackets signify the concentrations in mg/l  
 for nitrate (NO3) and nitrite (NO2) respectively. Reduced number of  samples due to two of the nitrate results being analysed on different samples to two of the nitrite results. 

Check Monitoring : Supply Zone

Substances and  
parameters

Specific concentration or 
value (maximum) or state Min Mean Max No. of 

samples % compliance

E.coli 0 per 100ml 0 0 0 453 100

Coliform bacteria 0 per 100ml 0 0 0 453 100

Residual disinfectant No value (mg Cl2/l) <0.02 0.11 0.56 453

Aluminium 200 µg Al/l <20 <20 40 76 100

Ammonium 0.50 mg NH4/l <0.01 0.03 0.14 76 100

Colony counts No abnormal change No abnormal change 453 100

Colour 20 mg/l Pt/Co 5 5 5 453 100

Conductivity 2500 µS/cm at 200C 445 515 569 76 100

Hydrogen ion 10.0 pH value 6.5 (min) 7.27 7.48 7.80 76 100

Iron 200 µg Fe/l <4 8 90 77 100

Manganese 50 µg Mn/l <20 <20 32.6 76 100

Nitrate 50 mg NO3/l 23.3 36.8 46.9 76 100

Nitrite 0.5 mg NO2/l <0.003 0.023 0.084 76 100

Nitrate/Nitrite Ratio1 1.000 0.475 0.747 0.944 74 100

Odour 3 at 250C Dilution number 1 1 1 76 100

Taste 3 at 250C Dilution number 1 1 1 76 100

Turbidity 4 NTU 0.07 0.16 0.64 76 100

Cyanide 50 µg CN/l <1.0 <1.0 3.0 76 100
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Water Quality in the distribution system

Mains & SErvice REnewals

Metering

water quality

water resources

operating infrastructure & equiptment

mains extensions and distribution network

Audit Monitoring : Supply Zone

Substances and  
parameters

Specific concentration or 
value (maximum) or state Min Mean Max No. of 

samples % compliance

Antimony 5.0 µg Sb/l 0.257 1 100

Arsenic 10 µg As/l 0.195 1 100

Benzene 1.0 µg/l <0.07 1 100

Boron 1.0 mg B/l 0.053 1 100

Cadmium 5.0 µg Cd/l <0.02 1 100

Chromium 50 µg Cr/l <0.15 1 100

Copper 2000 µg Cu/l <3 4 8 8 100

1,2 dichloroethane 3.0 µg/l <0.12 1 100

Enterococci 0 per 100ml 0 0 0 8 100

Lead 10 µg Pb/l <0.03 0.08 0.50 8 100

Nickel 20 µg Ni/l 1.32 1 100

Dicamba 1 0.1 µg/l <0.013 <0.013 0.014 8 100

Bentazone 1 0.1 µg/l <0.008 <0.008 0.055 8 100

Metazachlor 1 0.1 µg/l <0.008 <0.008 0.012 8 100

Azoxystrobin 1 0.1 µg/l <0.003 0.003 0.013 8 100

Pesticides total 0.5 µg/l <0.010 0.013 0.055 8 100

Selenium 10 µg Se/l 0.24 1 100

Sodium 200 mg Na/l 47 1 100

Trichloroethene and 
Tetrachloroethene 10 µg/l <0.1 1 100

Tetrachloromethane 3 µg/l <0.1 1 100

Trihalomethanes 100 µg/l 4.82 12.84 21.14 8 100

Chloride 250 mg Cl/l 48 56 63 53 100

Sulphate 250 mg SO4/l 64 76 95 53 100

Total Organic Carbon No abnormal change 2.00 2.30 3.00 8 100

Gross alpha 0.1 Bq/l 0.000 0.021 0.042 4 100

Gross beta 1.0 Bq/l 0.130 0.179 0.221 4 100

1 Detected pesticide - 39 other pesticides analysed for and not detected.

water quality 2014

09



Consumer Contacts and Enquiries
In 2014 Jersey Water adopted the method used by the water 
companies in England and Wales for recording consumer 
contacts and enquiries regarding water quality. Every contact 
is recorded and categorised (whether or not there is an issue 
or a callout is required) and included in the table below.

The majority of customer contact is due to discolouration of 
the water resulting from old corroded steel and unlined cast 
iron pipes, some of which were from privately owned pipe 
work which is not the responsibility of Jersey Water.

Bacteriological and chemical samples were taken at the 
premises where the consumer had suspected the water 
supply to be causing illness. Examinations showed no 
indications that the water supply was to blame.

The Planning & Environment department are responsible for 
the administration of the Water (Jersey) Law 1972 and their 
officers make quarterly visits to our laboratory to examine 
analytical results of samples derived from water quality 
contacts and enquiries from our customers.

Appearance taste & 
odour illness

Discoloured 99

Particles 4

White - air 4

White - chalk 1

Animalcules 0

General condition 1

Chlorine 5

Earthy/ Musty 0

Petrol/ Diesel 0

Other taste & odour 20

Gastroenteritis 5

Oral 0

Skin 4

Medical opinion 0

TOTAL 109 25 9
Zonal rate (per 1,000 pop)                    1.59

consumer 
Enquiries

contacts with drinking 
water quality concern

Fluoride 2

Water hardness 0

Water quality report 4

Other information 3

Pets & other animals 1

Lead & other analysis 10

Incident related 0

Campaigns 0

Lifestyle 3

TOTAL 9 14
Zonal rate (per 1,000 pop)                    0.26

Customer contact - Acceptability of the water Customer contact - information

water quality 2014
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“In 2014 Jersey Water adopted the method 
used by the water companies in England and 
Wales for recording consumer contacts and 
enquiries regarding water quality.”



“During 2014, the Company commissioned the 
ultraviolet (UV) treatment plant at Handois 
Water Treatment Works which had been 
installed in 2013.”

Appendix A: Audit Monitoring: Handois TW

Substances and  
parameters

Specific concentration or 
value (maximum) or state Min Mean Max No. of 

samples % compliance

Benzene 1.0 µg/l <0.07 1 100

Boron 1.0 mg B/l 0.063 1 100

Bromate 10 µg BrO3/l <0.2 <0.2 <0.2 8 100

Cyanide 50 µg CN/l <1.0 2.4 8.0 8 100

1,2 dichloroethane 3.0 µg/l <0.12 1 100

Fluoride 1.5 mg F/l 0.066 1 100

Linuron 1 0.1 µg/l <0.008 <0.008 0.018 33 100

M.C.P.B. 1 0.1 µg/l <0.011 <0.011 0.012 33 100

Bentazone 1 0.1 µg/l <0.008 <0.008 0.027 33 100

Carbendazim/Benomyl 1 0.1 µg/l <0.005 <0.005 0.007 32 100

Metazachlor 1 0.1 µg/l <0.008 <0.008 0.032 33 100

Azoxystrobin 1 0.1 µg/l <0.003 0.003 0.008 29 100

Pesticides total 0.5 µg/l <0.010 0.011 0.058 33 100

Trichloroethene and 
Tetrachloroethene 10 µg/l <0.07 1 100

Tetrachloromethane 3 µg/l <0.07 1 100

Chloride 250 mg Cl/l 47 56 64 35 100

Sulphate 250 mg SO4/l 63 75 91 36 100

Total Organic Carbon No abnormal change 1.800 2.263 2.800 8 100

Gross alpha 0.1 Bq/l <0.020 0.025 0.038 4 100

Gross beta 1.0 Bq/l 0.132 0.157 0.181 4 100

1 Detected pesticide - 37 other pesticides analysed for and not detected.
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“During 2014, 453 water samples 
were taken from all parts of the 
distribution system.”

Appendix B: Audit Monitoring: Augrès TW

Substances and  
parameters

Specific concentration or 
value (maximum) or state Min Mean Max No. of 

samples % compliance

Benzene 1.0 µg/l <0.06 1 100

Boron 1.0 mg B/l 0.064 1 100

Bromate 10 µg BrO3/l <0.2 <0.2 <0.2 8 100

Cyanide 50 µg CN/l <1.0 1.0 3.0 8 100

1,2 dichloroethane 3.0 µg/l <0.12 1 100

Fluoride 1.5 mg F/l 0.063 1 100

Linuron 1 0.1 µg/l <0.008 <0.008 0.012 32 100

M.C.P.A. 1 0.1 µg/l <0.009 <0.009 0.012 33 100

2,4-D 1 0.1 µg/l <0.011 <0.011 0.016 33 100

Dichlorprop 1 0.1 µg/l <0.011 0.011 0.022 33 100

Bentazone 1 0.1 µg/l <0.004 0.020 0.059 33 100

Clopyralid 1 0.1 µg/l <0.019 <0.019 0.032 33 100

Metazachlor 1 0.1 µg/l <0.008 <0.008 0.044 32 100

Azoxystrobin 1 0.1 µg/l <0.003 0.012 0.044 28 100

Pesticides total 0.5 µg/l <0.010 0.039 0.092 33 100

Trichloroethene and 
Tetrachloroethene 10 µg/l <0.07 1 100

Tetrachloromethane 3 µg/l <0.07 1 100

Chloride 250 mg Cl/l 48 54 62 36 100

Sulphate 250 mg SO4/l 71 83 96 36 100

Total Organic Carbon No abnormal change 1.60 2.03 2.40 8 100

Gross alpha 0.1 Bq/l <0.020 <0.020 0.024 4 100

Gross beta 1.0 Bq/l 0.167 0.179 0.185 4 100

1 Detected pesticide - 35 other pesticides analysed for and not detected.
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“Throughout 2014, nitrates in the 
treated water supply complied with 
the regulatory limit of 50mg/l.”

Appendix C: Audit Monitoring: Les Platons Service Reservoir, 
East Compartment

Substances and  
parameters

Specific concentration or 
value (maximum) or state Min Mean Max No. of 

samples % compliance

Benzene 1.0 µg/l <0.06 1 100

Boron 1.0 mg B/l 0.060 1 100

Bromate 10 µg BrO3/l <1.0 <1.0 <1.0 8 100

Cyanide 50 µg CN/l <1.0 1.4 3.0 8 100

1,2 dichloroethane 3.0 µg/l <0.1 1 100

Fluoride 1.5 mg F/l 0.076 1 100

Linuron 1 0.1 µg/l <0.008 <0.008 0.013 8 100

Bentazone 1 0.1 µg/l <0.008 <0.008 0.012 8 100

Carbendazim/Benomyl 1 0.1 µg/l <0.005 <0.005 0.007 8 100

Metazachlor 1 0.1 µg/l <0.008 <0.008 0.012 8 100

Azoxystrobin 1 0.1 µg/l <0.003 0.004 0.010 8 100

Pesticides total 0.5 µg/l <0.010 0.010 0.024 8 100

Trichloroethene and 
Tetrachloroethene 10 µg/l <0.07 1 100

Tetrachloromethane 3 µg/l <0.07 1 100

Chloride 250 mg Cl/l 50 57 63 6 100

Sulphate 250 mg SO4/l 64 75 89 6 100

Total Organic Carbon No abnormal change 1.80 2.16 2.60 8 100

Gross alpha 0.1 Bq/l <0.020 <0.020 <0.020 4 100

Gross beta 1.0 Bq/l 0.149 0.164 0.182 4 100

1 Detected pesticide - 38 other pesticides analysed for and not detected.
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“Disinfection of the treated water ensures that any 
remaining bacteria present in the water are killed 
before it passes into the distribution network and to 
customers premises.”

Appendix D: Audit Monitoring: Les Platons Service Reservoir,  
West Comparment

Substances and  
parameters

Specific concentration or 
value (maximum) or state Min Mean Max No. of 

samples % compliance

Benzene 1.0 µg/l <0.06 1 100

Boron 1.0 mg B/l 0.059 1 100

Bromate 10 µg BrO3/l <0.2 <0.2 <0.2 8 100

Cyanide 50 µg CN/l <1.0 <1.0 2.0 8 100

1,2 dichloroethane 3.0 µg/l <0.12 1 100

Fluoride 1.5 mg F/l 0.074 1 100

Linuron 1 0.1 µg/l <0.008 <0.008 0.012 8 100

Mecoprop 1 0.1 µg/l <0.010 <0.010 0.012 8 100

Bentazone 1 0.1 µg/l <0.008 <0.008 0.013 8 100

Carbendazim/Benomyl 1 0.1 µg/l <0.005 <0.005 0.007 8 100

Azoxystrobin 1 0.1 µg/l <0.003 <0.003 0.007 8 100

Pesticides total 0.5 µg/l <0.010 0.011 0.036 8 100

Trichloroethene and 
Tetrachloroethene 10 µg/l <0.07 1 100

Tetrachloromethane 3 µg/l <0.07 1 100

Chloride 250 mg Cl/l 55 59 65 5 100

Sulphate 250 mg SO4/l 69 75 83 5 100

Total Organic Carbon No abnormal change 1.90 2.24 2.7 8 100

Gross alpha 0.1 Bq/l <0.020 <0.020 0.028 4 100

Gross beta 1.0 Bq/l 0.143 0.166 0.189 4 100

1 Detected pesticide - 38 other pesticides analysed for and not detected.
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“The amount of chlorine and ammonia added to the 
treated water is very small and is continuously 
monitored to ensure levels are within acceptable 
aesthetic levels.”

Appendix E: Audit Monitoring: Westmount Service Reservoir

Substances and  
parameters

Specific concentration or 
value (maximum) or state Min Mean Max No. of 

samples % compliance

Benzene 1.0 µg/l <0.06 1 100

Boron 1.0 mg B/l 0.082 1 100

Bromate 10 µg BrO3/l <0.2 <0.2 <0.2 8 100

Cyanide 50 µg CN/l <1.0 <1.0 <1.0 8 100

1,2 dichloroethane 3.0 µg/l <0.1 1 100

Fluoride 1.5 mg F/l 0.063 1 100

2,4-D 1 0.1 µg/l <0.011 <0.011 0.012 8 100

Mecoprop 1 0.1 µg/l <0.010 <0.010 0.012 8 100

Bentazone 1 0.1 µg/l <0.008 0.017 0.048 8 100

Propiconazole 1 0.1 µg/l <0.005 <0.005 0.016 8 100

Metazachlor 1 0.1 µg/l <0.008 <0.008 0.013 8 100

Azoxystrobin 1 0.1 µg/l 0.004 0.010 0.023 6 100

Pesticides total 0.5 µg/l <0.010 0.033 0.077 8 100

Trichloroethene and 
Tetrachloroethene 10 µg/l <0.07 1 100

Tetrachloromethane 3 µg/l <0.07 1 100

Chloride 250 mg Cl/l 49 53 60 5 100

Sulphate 250 mg SO4/l 70 78 95 5 100

Total Organic Carbon No abnormal change 1.8 2.16 2.8 8 100

Gross alpha 0.1 Bq/l <0.020 <0.020 0.022 4 100

Gross beta 1.0 Bq/l 0.173 0.192 0.217 4 100

1 Detected pesticide - 37 other pesticides analysed for and not detected.
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